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120VAC in conduit.

U-Guard to conceal cables.

Neptune Collector & UPS, 8' AGL, mounted w/ banding straps.

Liquid-Tight Whip. Connecting Disconnect to UPS.

Lockable Disconnect 
Switch. Mounted 6' from 

ground.

Beam clamp for Mount ground

65 ft. Total 

Front Facing View

Side Facing View

Attach # 6 ground wire to 5/8 in. ground rod w/ grounding acorn

Pipe mount mast mounted 
w/ utility pole clamp.
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Collector power cord

Omni antenna mount to pipe mast
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