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GENERAL NOTES:

1. ALL PLUMBING PENETRATIONS MUST TERMINATE 
    AT A MIN. OF 12" ABOVE THE ROOF SURFACE

2. ADDRESS NUMBERS SHALL BE INSTALLED IN A 
    VISIBLE LOCATION PER IBC 502.1 ADDRESS NUMBER
    TO BE 12" HT. WITH CONTRASTING COLORS

3. FDC (CONNECTION) MUST BE LOCATED AT THE 
    ADDRESS SIDE OF THE BUILDING OR AT AN 
    APPROVED LOCATION

4. WATER FLOW ALARMS MUST BE INSTALLED 
    ON THE EXTERIOR PER IBC 903.4.2

5. ALL EXIT DISCHARGE SHALL BE 
    ILLUMINATED PER IBC 1008.2.3

6. GLAZING ADJACENT TO DOORS SHALL 
    BE SAFETY GLAZING PER IBC 2406.4.2
    - EXCEPTION 3 AT HVAC CLOSETS
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GENERAL NOTES:

1.  GARAGE OCCUPANCY GROUP: U OCCUPANCY

2. GARAGE CONSTRUCTION TYPE: VB
CHAIN LINK MESH SIZE = 2-3/8"

1-1/4" WIDE VINYL SLATS (GREY)

THIS DETAIL ILLUSTRATES A TYPICAL
1' X 1' SECTION OF THE CHAIN LINK 
FENCE AREA AT THE FRONT (GATE) SIDE
OF THE REFUSE ENCLOSURE.

GALVANIZED METAL CHAIN LINK  FENCE
TO HAVE 2-3/8" MESH SIZE.

1-1/4" WIDE VINYL SLATS INSTALLED AT
APPROX. 1-3/4" O.C.

VINYL SLATS PROVIVE 107 INCHES OF
OPACITY PER 144 SQUARE INCHES OF
AREA = 74% OPACITY

CALCULATION DOES NOT FACTOR IN THE 
CHAIN LINK GAUGE SIZE OR SUPPORT
STRUCTURE.
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GENERAL NOTES:

1.  GARAGE OCCUPANCY GROUP: U OCCUPANCY

2. GARAGE CONSTRUCTION TYPE: VB
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