
TYPICAL EXISTING WALL

DEMO WALLS

WALL KEY

NEW WALL/FURRING

NEW MASONRY/
VENEER WALL

NEW COOLER/
FREEZER WALLS

NEW FOUNDATION WALL

FIRE WALL OR
FIRE BARRIER

• CONSTRUCTION & INSTALLATION SHALL CONFORM TO ALL APPLICABLE LOCAL, STATE 
& NATIONAL BUILDING CODES & THE AMERICANS WITH DISABILITY ACT. 

• ALL NEW WALLS SHALL BE CONSTRUCTED AS PER THE WALL TYPE & SHALL BE 

CARRIED TO THE STRUCTURE ABOVE, UNLESS OTHERWISE NOTED. PREPARE ALL 
SURFACES FOR FINISHES INDICATED. 

• CONTRACTOR TO PROVIDE BLOCKING FOR ALL WALL SUPPORTED CASEWORK, TOILET 
ACCESSORIES, HANDRAILS, EQUIPMENT, DOOR STOPS, SHELVING, ETC. AS REQUIRED.

• CONTRACTOR TO PROVIDE AND INSTALL PLYWOOD BACKER FOR ELECTRICAL PANELS 
AND IT/PHONE PANELS AS REQUIRED. PROVIDE FIRE-RATED PLYWOOD WHERE 

APPLICABLE BY CODE.

• CONTRACTOR SHALL COORDINATE ALL WORK WITH EQUIPMENT MANUFACTURERS TO 
ENSURE APPROPRIATE ROUGH IN CLEARANCE FOR EQUIPMENT INSTALLATION & USE. 

• WHERE MOUNTING HEIGHTS ARE NOT INDICATED, MOUNT INDIVIDUAL UNITS OF WORK 
AT A.D.A. STANDARD MOUNTING HEIGHTS FOR THE PARTICULAR APPLICATION 

INDICATED. REFER QUESTIONABLE MOUNTING HEIGHT CHOICES TO THE ARCHITECT 
FOR A FINAL DECISION. 

• DO NOT SCALE THE DRAWINGS. 

• ALL DIMENSIONS AND INTERIOR WALL THICKNESSES ARE FROM THE FACE OF STUD TO 
FACE OF STUD, UNLESS NOTED OTHERWISE. 

• CONTRACTOR SHALL LAYOUT & MARK ALL WALLS & OPENINGS PRIOR TO 
CONSTRUCTION. ANY DISCREPANCY SHALL BE REPORTED TO THE ARCHITECT 
IMMEDIATELY FOR RESOLUTION. 

• ALL FURNITURE AND EQUIPMENT NOT SPECIFICALLY NOTED ON PLANS SHALL BE 
SUPPLIED AND INSTALLED BY OWNER. CONTRACTOR SHALL COORDINATE ALL  
ELECTRICAL & DATA OUTLETS, ETC W/ FINAL FURNITURE LAYOUT DRAWINGS. 

• ALL DOOR OFFSETS (HINGE SIDE) TO BE A MINIMUM OF 6" TO OPENING OF DOOR JAMB, 
UNLESS NOTED OTHERWISE. SEE DIMENSION PLAN FOR EXAM ROOMS. 

• ALL GYP. BOARD SHALL RETURN TO ALL WINDOW/DOOR FRAMES AT JAMBS & HEAD, 
TYPICAL, UNLESS NOTED OTHERWISE.

• PROVIDE 4'-0" H., HIGH TEXTURED VINYL CORNERGUARDS WITH PRE-DRILLED HOLES 

AND 2" WINGS AS REQUIRED. 

• ALL CASEWORK TO BE PROVIDED BY CASEWORK CONTRACTOR. VERIFY EXACT SIZE, 
LOCATION, & DETAILS WITH CONTRACTOR.

GENERAL FLOOR PLAN NOTES:

- INDICATES SEMI-RECESSED FIRE EXTINGUISHER CABINET 

- INDICATES FIRE EXTINGUISHER - MIN. 10# "A-B-C" (UNLESS  NOTED OTHERWISE) 

OR OTHER AS REQ'D. BY STATE AND/OR LOCAL CODE. SEE SPECIFICATIONS. 
(MOUNT AT 4'-0" A.F.F. MAX, TO TOP/EXTINGUISHER). 

- INDICATES WALL TYPES, REFER TO INT. WALL TYPES FOR INFORMATION. 

- INDICATES GLAZING TYPES, REFER TO WINDOW ELEVATIONS FOR MORE INFO.

- 1-HOUR FIRE BARRIER WALL - REFER TO PLANS & WALL TYPES

F.E.C.

X

STANDARD FLOOR PLAN NOTATION:

X

F.E.
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5" CONC. SLAB ON GRADE W/ 
FIBER-MESH & THICKENED 
EDGES, REFER TO STRUCT.

DASHED LINES REPRESENT 
OUTLINE OF VENTED ROOF 
SOFFIT ABOVE, TYP.

5" CONC. APRON W/ THICKENED 
EDGE, REFER TO STRUCT.

ELEC. SUB-PANEL/FEED FROM 
KIA ELEC. SERVICE, SEE ELEC. 
PLANS

ELEC. HEATER, BY 
ELEC. CONTRACTOR

TYP.
1'-0"

NEW OHD W/ ELEC. OPERATOR, 
SEE DOOR SCHED. FOR MORE 
INFO.
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DASHED LINES REPRESENT 
OUTLINE OF WALLS BELOW, TYP.

SHINGLED ROOF CONST.:

- DIMENSIONAL ASPHALT 30 YEAR SHINGLES
- 15# ROOF MEMBRANE
- 5/8" ROOF SHEATHING
- FIBERGLASS BATT INSUL (R-39)

- 2x6 WOOD TRUSSES, @ 16" O.C.
- 6 MIL. VAPOR BARRIER
- 1/2" UNFIN. OSB, ATTACHED TO TRUSSES
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A0.13

A0.1 4

GARAGE

101

C-1

11' - 11 1/2"

ATTACH 1/2" UNFIN. 
PLYWOOD CEILING DIRECTLY 
TO WOOD TRUSSES

OVER-HEAD TRACK AS REQ'D. 
BY OHD PROVIDER, TYP.

PRE-FIN. VENTED MTL. SOFFIT, 
SEE WALL SECTIONS FOR 
MORE INFO, TYP.
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4' LED LIGHT 
STRIPS, BY ELEC. 
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KEYED PLAN NOTES

1/4" = 1'-0"A0.0

1 LEVEL 01 - FLOOR PLAN

1/4" = 1'-0"A0.0

2 GARAGE ROOF PLAN

1/4" = 1'-0"A0.0

3 LEVEL 01 - REFLECTED CEILING PLAN



LEVEL 01

100' - 0"

ROOF BRG.

112' - 0"

1'-0" 1'-0"

WRAP FASCIA W/ PRE-
FIN. MTL. FLASHING, TYP.

DIMENSIONAL ASPHALT 30 YEAR 
SHINGLES, COLOR BY OWNER

VINYL SIDING, COLOR BY OWNER

APPROX. GRADE, REFER TO CIVIL

1'-0" 1'-0"

WRAP FASCIA W/ PRE-
FIN. MTL. FLASHING, TYP.

DIMENSIONAL ASPHALT 30 YEAR 
SHINGLES, COLOR BY OWNER

VINYL SIDING, COLOR BY OWNER

APPROX. GRADE, REFER TO CIVIL

LEVEL 01

100' - 0"

ROOF BRG.

112' - 0"

1'-0" 1'-0"

101A

101B

3" / 12" 3" / 12"

NEW 10'x10' OHD

WRAP FASCIA W/ PRE-
FIN. MTL. FLASHING, TYP.

DIMENSIONAL ASPHALT 30 YEAR 
SHINGLES, COLOR BY OWNER

VINYL SIDING, COLOR BY OWNER

EXT. LIGHT PACK, BY ELEC. 
CONT. - CENTERED ON BLDG.

APPROX. GRADE, REFER TO CIVIL

LEVEL 01

100' - 0"

ROOF BRG.

112' - 0"

1'-0" 1'-0"

3" / 12" 3" / 12"

WRAP FASCIA W/ PRE-
FIN. MTL. FLASHING, TYP.

DIMENSIONAL ASPHALT 30 YEAR 
SHINGLES, COLOR BY OWNER

VINYL SIDING, COLOR BY OWNER

APPROX. GRADE, REFER TO CIVIL
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1/4" = 1'-0"A0.1

1 NORTH ELEVATION

1/4" = 1'-0"A0.1

2 SOUTH ELEVATION

1/4" = 1'-0"A0.1

3 EAST ELEVATION

1/4" = 1'-0"A0.1

4 WEST ELEVATION

A0.1

5 SOUTHEAST GARAGE AXON
A0.1

6 NORTHWEST GARAGE AXON
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LOUNGE
103

SALES

MANAGER
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CONSULT
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F&I OFFICE
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RECEIVING
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FX-9 HOSPITALITY BAR 
HERE w/ TV: 18"Dx11'-10"L
(INCL. WATER & SEP. 
WATERLINE FOR COFFEE

SALT TANK

GAS 
METER

1200 AMP 
ELECTRICAL 
CT CABINET

ELECTRICAL PANELS

VERTICAL SPRINKLER RISER 
AND WATER METER

7'x16' WASTE OIL 
TANK (1,000 GAL.)

6" GUARD POSTS @ 4'-0" O.C.

P
R

E
F

A
B

R
IC

A
T

E
D

 T
R

E
N

C
H

 D
R

A
IN

, 
T

O
P

 O
F

 D
R

A
IN

 E
L
E

V
.=

 9
9
'-
9
"

FLAT STALL

WIRELESS
LAPTOP

T
O

O
L
 

B
O

X
B

E
N

C
H

T
O

O
L
 

B
O

X

LAPTOP

WASTE OIL TANK w/ PAD & 
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OVERHEAD 
VEH. EXHAUST 
SYSTEM

20' DIA. H.V.L.S. FAN

20' DIA. 
H.V.L.S. FAN

5'-0"

INDOOR SUSPENDED 
MAKE UP AIR UNIT 
APPROX. 1000 LBS.
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6' HIGH BLACK PVC COATED 
CHAINLINK FENCE SYSTEM W/ 
BLACK VINYL PRIVACY SLATS
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APRON

STOOP

S
T
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O

P

APRON

STOOP

STOOP APRON

S
T

O
O

P

S
T

O
O

P

VEHICLE 
DISPLAY AREA

6" HIGH INTEGRAL 
EDGE SIDEWALK

ADA ACCESSIBLE 
RAMP AREA 
(VERIFY LOCATION 
WITH FINAL 
PARKING LAYOUT)

FUTURE HUNTER QUICK TREAD EDGE CHECK SYSTEM (IN-FLOOR, PIT)
(ROUGH-IN TO INCLUDE FOR DRAIN IN FUTURE PIT, INSTALL CONDUIT FOR 
FUTURE POWER & DATA & CONTROLS, VERIFY LOCATION WITH EQUIPMENT 
VENDOR) COORDINATE LOCATION FOR FUTURE CONTROLLER- INSTALL 
POWER AND UNDER SLAB CONDUIT FROM CONTROLLER TO FUTURE PIT, 
COORD LOCATION WITH EQUIP. VENDOR).

(MIN., VERIFY)
9'-0"

8'-0"(4) FLOOR DRAINS @ 99'-10"

T
.V

.-
A

B
O

V
E

T
.V

.-
A

B
O

V
E

F.D.

F.D. ELEV.=99'-11"

UTILITY SINK

EPOXY 
STALL LINES

P
R

E
F
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B

R
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A
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E
D
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N

C
H

 D
R

A
IN

, 
T

O
P

 O
F

 D
R

A
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L
E

V
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 9
9
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9
"

MUA DUCT

3' WATER MANIFOLD 
W/ SHUT-OFF

E.H.B.

E.H.B.

C.H.B. & 
H.H.B.

PRINTER

T.V. T.V.

BY OWNER
BY OWNER

COPIER

T.V.

BY OWNER

F
X

-2
 

R
E

C
E

P
T

IO
N

 
D

E
S

K

PRINTER

LEVEL 2
EV CHARGING
STATION

(2) FLOOR DRAINS @ 99'-10"

C.H.B. & 
H.H.B.

PRINTER

C.H.B. & 
H.H.B.

LAPTOP

T
O

O
L
 

B
O

X
B

E
N

C
H

T
O

O
L
 

B
O

X

LAPTOP

DESK BY 
OWNER

PRINTER- BELOW

S.S. COUNTER

WASTE OIL 
DUMP STATION

C.H.B. & H.H.B.

FLOOR DRAIN @ 99'-9"

BRAKE 
LATHE

W
H

E
E

L
B

A
L
A

N
C

E
R

B
R

A
K

E
 

L
A

T
H

E
P

R
E

S
S

C.H.B. & H.H.B.

AIR

AIR

SHELVING BY OWNER

TOOL BOX STORAGE

E
.H

.B
.

(9'-4" CLEAR HT.)

(2) FLOOR 
DRAINS @ 
99'-10 1/2"

SITE DRAIN

F.D.

F.D.

F.D.

(3) FLOOR DRAINS @ 99'-11 1/2"

30 AMP

30 AMP, WELDER 
OUTLET

A.6

B.6

C.4

A

LAPTOP

T
O

O
L
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X
B

E
N

C
H

T
O

O
L
 

B
O

X

LAPTOP

2

A4.0

3
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1

A4.1

1

A4.0

A5.1

1

DIGITAL SIGNAGE-
KIA STORY

A5.1

2

A5.13

A5.1

4

6

A5.1

100A

SHOWROOM
101

1
0
1
B

1
0
1
A

116B

CW1

CW1

CW2

CW3

SF1

SF2

SF3

SF4

SF5

134A134F

SF6SF7

SF8

106A

107A

108B

113C

1
0
2
A

1
0
2
B

133A

A6.4

4

SECOND FLOOR 
ROOF AREA 
OVERFLOW DRAINS 
TO LAMBS TONGUE

(2) LEVEL 2 WALL 
MOUNTED EV CHARGERS

(4) FUTURE WALL 
MOUNTED EV CHARGERS, 
ELECTRICAL TO ROUGH-IN 
BOX INTO MASONRY WALL

159'-2 1/2"

1
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0
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159'-2 1/2"

TYPICAL EXISTING WALL

DEMO WALLS

WALL KEY

NEW WALL/FURRING

NEW MASONRY/
VENEER WALL

NEW COOLER/
FREEZER WALLS

NEW FOUNDATION WALL

FIRE WALL OR
FIRE BARRIER
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DN

DN

DN

WH

WH

ADMIN.

ROOM

200

GM OFFICE

201

EQUIP.

PLATFORM

203

STAIR #2

204

CONFERENCE

ROOM

210

I.T. CL.

209

TECH

LOCKER

211

CHANGING

ROOM

213

CHANGING

ROOM

212

SHOWER

ROOM

214

EMPLOYEE

BREAK

ROOM

215

STAIR #3

217

STAIR #1

207

(5'-0"x5'-0")

(5'-0"x5'-0")

(5) 300 GAL. BULK FLUID TANKS
(AIR TO EA. TANK)

LADDER

SERVER

B
E

N
C

H

(UNISEX)
DIRTY

CLEAN

LOBBY

208

3'-0"x3'-0" 
ADA SHOWER

GLASS WALL

GLASS WALL

OPEN TO BELOW

ALUMINUM RAILING 
w/ CABLE BALUSTRADE

STAIR UNDER FLOOR

5
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1
0
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3
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3 5/8" 17'-8" 6" 10'-5 1/16"

8 5/8"

7'-7 1/4"

3 5/8"

13'-10"

3 5/8"

5'-0"

3 5/8"

10'-4" 3 5/8" 12'-0 1/4" 5 1/8"

5
'-
5
"

3
 5

/8
"

2
3
'-
3
 1
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"

3
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2
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MICRO. COFFEE

REF.

1/2 WALL 
TABLE

1/2 WALL 

48"x48" 

MATERIAL 

LIFT

3 5/8" 6'-0"

3 5/8"

6'-0"

3 5/8"

5'-0 3/4"

UNISEX

205

UNISEX

206

1,148 S.F.

INFINITE LOOP 
SOFFIT LINE 
ABOVE

FOLD-UP 
ADA BENCH

90" T.V.

T
.V

.

42" HIGH REMOVABLE 
GUARDRAIL

24K7 BAR JOIST
@ 5'-0" O.C.

24K4 BAR JOIST
@ 5'-0" O.C.

44LH11 BAR JOIST
@ 5'-0" O.C.
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ROOF ACCESS 
HATCH- ABOVE
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HATCH

ALUMINUM LADDER TO 
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CONF. 
TABLE 4x8

ALUMINUM LADDER TO 
LOWER ROOFS

5
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0
 1
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"

4
 3

/4
"

6-0x8-0 OPENING

3-4x7-4 OPENING

4
'-
4
"

4
 7

/8
"

4
'-
4
"

8" DIA. ROOF DRAIN & 
OVERFLOW DRAIN 
PIPE (OVERFLOW TO 
LAMBSTONGUE AT 
FIRST FLR.

8" DIA. ROOF  
DRAIN PIPE

FROST BOTTOM 
PANELS OF 
GLAZING, TYP.
(GF-1 FILM, BY G.C.)

FROST BOTTOM 
PANELS OF 
GLAZING, TYP. 
(GF-1 FILM, BY G.C.)

2
1
6
B

2
1
6
C

2

2

B

C

D

B.2

B.8

B.3

B.4

E

F

3
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5

7 68

C.2

C.6

9

B.5

B.7

12.3

A1.3

7
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R
R
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2
1
9

A1.3

3

A1.3

5

A1.3

2

1

A3.0

1

A3.0

2

A3.0

2

A3.0

1

A3.1

1

A3.1

2

A3.1

2

A3.1

WORK

AREA

202

1

A3.2

1

A3.2

2

A3.2

2

A3.2

3

A3.2

3

A3.2

AA

2.5

A.6

BRAND WALL

B.6

C.4

F.D.F.D.

(2) FLOOR DRAINS @ 113'-10 1/2"

F.D.

FLOOR DRAIN @ 113'-10 1/2"
( 24" DIA. DISH FLOOR 
SLOPE AREA)

SITE DRAIN

REFER TO EQUIP. 
MEZZ. PLAN FOR INFO.

24"x36" CHASE

54"x16" CHASE
WATER SOFTNER & 
SALT TANK SYSTEM

PHONE 
PATCH 
PANEL

MOP 
SINK

MINI-SPLIT AC UNIT 
WITH SITE DRAIN

F.D.

(1) FLOOR DRAIN @ 113'-10 1/2"

A

2

A4.0

3

A4.0

1

A4.1

1

A4.0

SF9

SF10

SF11

SF12

2
1
7
B

9
3

'-
5

 5
/1

6
"

TYPICAL EXISTING WALL

DEMO WALLS

WALL KEY

NEW WALL/FURRING

NEW MASONRY/
VENEER WALL

NEW COOLER/
FREEZER WALLS

NEW FOUNDATION WALL

FIRE WALL OR
FIRE BARRIER

R.D.

R.D.

ROOF PITCH
1/4:12

ROOF PITCH
1/4:12

R.D.

R
O

O
F

 P
IT

C
H

1
/4

:1
2

R.D.

R.D.

R.D.

ROOF PITCH
1/4:12

ROOF PITCH
1/4:12

THRU-WALL 
OVER-FLOW 
SCUPPER

R
O

O
F

 P
IT

C
H

1
/4

:1
2

ROOF ACCESS 
HATCH

LADDER TO 
LOWER ROOFS

LADDER TO 
LOWER ROOFS

O.R.D.

O.R.D.

ROOF PITCH
1/4:12

ROOF PITCH
1/4:12

SERVICE SHOP
12.5 TON RTU
APPROX. 1300 LBS.

SERVICE SHOP
12.5 TON RTU
APPROX. 1300 LBS.

SERVICE SHOP
12.5 TON RTU
APPROX. 1300 LBS.

ROOF MOUNT
EXHAUST FAN
APPROX. 200 LBS.

ROOF MOUNT
EXHAUST FAN
APPROX. 100 LBS.

ROOF MOUNT
EXHAUST FAN
APPROX. 100 LBS.

NEW CAR DELIVERY
3 TON RTU
APPROX. 700 LBS.

2ND FLOOR NORTH
3 TON RTU
APPROX. 700 LBS.

2ND FLOOR SOUTH
4 TON RTU
APPROX. 750 LBS.

SHOWROOM
12.5 TON RTU
APPROX. 1300 LBS.

LOUNGE/RECEPTION
5 TON RTU
APPROX. 850 LBS.

PARTS AREA
5 TON RTU
APPROX. 850 LBS.

ROOF MOUNT
EXHAUST FAN
APPROX. 100 LBS.

2

2

B

C

D

B.2

B.8

B.3

B.4

E

F

3

3

45

5

7 68

C.2

C.6

9

B.5

B.7

12.3

SCREEN ALL R.T.U.'S WITH 
CITYSCAPES SCREEN SYSTEM 
(ENVISOR, CORRUGATED, 
HORIZONTAL, SOLID), TYP.

AA

2.5

A.6

B.6

C.4

M.U.A. DUCTING BELOW

FROST-PROOF 
ROOF HYDRANT & 
PIPE TO SITE DRAIN

SUSPENDED MAKE 
UP AIR UNIT @ 
INTERIOR CEILING

MINI-SPLIT ROOF 
MOUNTED CONDENSER

A

THRU-WALL 
OVER-FLOW 
SCUPPER

THRU-WALL 
OVER-FLOW 
SCUPPER

THRU-WALL 
OVER-FLOW 
SCUPPER

2

A3.2

2

A3.2

3

A3.2

3

A3.2

C
O

M
P

R
E

S
S

O
R

HOTSY 
PRESSURE 
WASHER

LADDER

42" HIGH REMOVABLE GUARDRAIL

EQUIP.

MEZZ.

221

WATER SOFTENER 
(PIPED TO FIRST 
FLOOR SITE DRAIN)

AIR DRYER

WASTE-OIL UNIT HEATER 
(VERIFY/COORD. FINAL LOCATION)

4'x4' WASTE-OIL TANK, 
VERIFY/COORD. FINAL LOCATION

TOP/8" P.C. FLOOR PLANK=110'-0"
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1 SECOND FLOOR PLAN NORTH

OFFICE - 2,978 S.F.
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3 ROOF PLAN
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FIRST FLOOR

100' - 0"

T.O. FOOTING

96' - 0"

SECOND FLOOR

113' - 11"

1
7
'-
0
"

1
0
'-
0
"

1
7
'-
0
"2

1
'-
4
"

9
'-
4
"

B C DB.2 B.8B.3 B.4 E FC.2 C.6B.5 B.7

ACM-1

EIFS-1

CMU-1

CP-1

ACM-2D-1SF-1CW-1 CW-1 SF-1 EIFS-1D-1

ACM-1

CP-1 RTS-1

BES-1 BES-2

BES-4
BES-3

ALUM. LADDER TO 
LOWER ROOFS

ACM-1

CP-1

RTS-1

D-3 PB-1 D-1

EIFS-1

CMU-1

CP-2

SF-1

AA A.6 B.6 C.4

WP-1

WP-1

A

1
0
'-
1
0
"

2
 1

/2
"

FIRST FLOOR

100' - 0"

T.O. FOOTING

96' - 0"

SECOND FLOOR

113' - 11"

1
0
'-
0
"

2 3 4 5 76 8 91 2.3

EQUIP. MEZZ.

110' - 0"

ACM-1

CP-1

RTS-1

CP-1

EIFS-1

ACM-1

CP-1

D-1

CW-1

ACM-2

D-3 PB-1 D-2D-4 D-4

WP-1

WP-1

D-2 PB-1

RTS-1

TWS-1

EIFS-1

CMU-1

CP-2

2.5

WP-1

TWS-1

LAMBS-TONGUE 
OVERFLOW D.S.

FIRST FLOOR

100' - 0"

T.O. FOOTING

96' - 0"

SECOND FLOOR

113' - 11"

1
0
'-
0
"

23457 689 12.3

EQUIP. MEZZ.

110' - 0"

F.D.C.

BES-1

ACM-1

CP-1

ACM-2

CP-1

EIFS-1

RTS-1

RTS-1

CW-1

SF-1

ACM-1

CP-1

TWS-1

EIFS-1

CMU-1

EIFS-1

CMU-1

D-4

WP-1

D-2PB-1

CP-2
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FIRST FLOOR

100' - 0"
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96' - 0"
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2
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4
'-
0
"

2
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8
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BCD B.2B.8 B.3B.4EF C.2C.6 B.5B.7

EQUIP. MEZZ.

110' - 0"

TWS-1

EIFS-1

CMU-1

CP-2 RTS-1

RTS-1

EIFS-1

CP-1

ACM-1

EIFS-1

CMU-1

CP-1

D-3PB-1D-1

WP-1

SF-1

AA

D-2

A.6B.6C.4

WP-1
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EAST ELEVATION
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MATERIAL SUMMARYKEY NOTE MATERIAL SUMMARYKEY NOTE MATERIAL SUMMARYKEY NOTE

EXTERIOR FINISH KEY NOTES

MATERIAL SUMMARYKEY NOTE

PB-1
PIPE BOLLARD (W/ PV.C. COVER):

BOLLARD: STL. CONC. FILLED, REFER TO PLANS, NOTES, & DETAILS.

PVC COVER MFR: T.B.D.

COLOR: TBD

WP-1 WALL PACK LIGHT FIXTURE

REFER TO REFLECTED CEILING PLAN.

COLOR: BLACK

SHEATHING FASTENER NOTE:

FASTEN ALL WOOD-BASED PANELS TO COLD-FORM FRAMING W/ SELF-
TAPPING CORROSION RESISTANT SCREWS. PNEUMATICALLY DRIVEN PINS 
FOR WOOD-BASED PANEL ATTACHMENT WILL NOT BE ACCEPTED.

CURTAINWALL/ STOREFRONT NOTE:

PROVIDE PREFINISHED ALUMINUM SLIP HEAD TO MATCH ALUMINUM 
STOREFRONT/ CURTAIN WALL SYSTEM.

PROVIDE PREFINISHED EXTRUDED ALUMINUM-THERMALLY BROKEN SILL 
FLASHING WITH END DAMS. INSTALL WITH A POSITIVE SLOPE AWAY FROM 
INTERIOR AND SET IN SEALANT PER MANUFACTURER'S WRITTEN 
SPECIFICATIONS.

PROVIDE ALL SHIMS, SEALANT & BACKER ROD PER MANUFACTURER'S 
SPECIFICATIONS.

NOTE:

MASONRY PRICE TO INCLUDE DRY-BLOCK W/ INTEGRAL WATER 
REPELLENT - RHEOPEL XP.

CONTROL JOINT NOTE:

PROVIDE MASONRY CONTROL JOINTS AS RECOMMENDED BY 
MASONRY CONTRACTOR AND BLOCK SUPPLIER. CONTROL JOINTS NOT 
TO  EXCEED 30'-0" MAX AND 20'-0" MIN. 

ALL CONTROL JOINT LAYOUTS TO BE REVIEWED BY ARCHITECT/ 
ENGINEER AT TIME OF CONSTRUCTION/ SHOP DRAWING SUBMITTAL.

ALL ELEVATIONS AND LAYOUT ARE BASE ON  STANDARD MODULAR 
BLOCK SIZES. CONTRACTOR RESPONSIBLE FOR ANY ADJUSTMENTS IN 
SIZES REQUIRED IF THEY CHANGE MATERIAL SIZES.

D-1 ALUMINUM ENTRANCE W/ INSUL. GLAZING:

MANUFACTURER: KAWNEER 350 OR EQUAL

STYLE: REFER TO DOOR SCHEDULE & ELEVATIONS (MED. STILE)

GLAZING: 1" INSULATED, TEMPERED, CLEAR, LOW IRON

COLOR: CLEAR ANODIZED

LOCATION: EXTERIOR, REFER TO PLANS & ELEVATIONS

D-2 HOLLOW METAL DOOR INSUL (W/ GLAZING AS NOTED/SHOWN):

STYLE: HOLLOW METAL, INSULATED, PAINTED, REFER TO DOOR 
SCHEDULE & ELEVATIONS

PAINT COLOR: EXTERIOR DOOR & FRAME TO MATCH ADJACENT 
EXTERIOR WALL COLOR. INTERIOR DOOR & FRAME TO MATCH 
ADJACENT INTERIOR WALL COLOR. (VERIFY PRIOR TO PAINTING)

LOCATION: EXTERIOR, REFER TO PLANS & ELEVATIONS

D-3
OVERHEAD DOOR INSUL- ALUM. W/ GLAZING:

MANUFACTURER: T.B.D.

STYLE: ALUMINUM W/ INSUL. GLAZING

GLAZING: INSULATED, TEMPERED, CLEAR, LOW IRON

FINISH/COLOR: CLEAR ANODIZED

LOCATION: EXTERIOR, REFER TO PLANS & ELEVATIONS

METAL PANEL (A.C.M.):

MANUFACTURER: ALPOLIC

MATERIAL: COMPLETE RAIN SCREEN ACM SYSTEM (ALPOLIC / FR)

COLOR:  TOB BLACK

LOCATION: KIA FACADE, REFER TO EXTERIOR ELEVATIONS

ACM-1 BES-1
BUILDING EXTERIOR SIGNAGE: (BY OWNER)

MANUFACTURER: PATTISON SIGN GROUP

STYLE/TYPE: KIA SYMBOL/LETTERS

POWER REQUIREMENTS: POWER IS REQUIRED, REFER TO ELECTRICAL 
DRAWINGS. COORDINATE W/ OWNER AND SIGNAGE VENDOR.

NOTE: CONTRACTOR TO PROVIDE REQUIRED BLOCKING (BLOCKING TO 
BE PAINTED, WHERE EXPOSED, TO MATCH WALL PANEL COLOR) 
INSTALL ACCESS PANELS AT LOCATIONS WHERE NEEDED, REFER TO 
PLANS.

DEALER NOTE: EXTERIOR SIGNAGE IS PURCHASED BY DEALER & 
INSTALLED BY SIGN MFR. VENDOR.

BES-2
BUILDING EXTERIOR SIGNAGE: (BY OWNER)

MANUFACTURER: PATTISON SIGN GROUP

STYLE/TYPE: 'DEALER NAME' SIGNAGE

POWER REQUIREMENTS: POWER IS REQUIRED, REFER TO ELECTRICAL 
DRAWINGS. COORDINATE W/ OWNER AND SIGNAGE VENDOR.

NOTE: CONTRACTOR TO PROVIDE REQUIRED BLOCKING (BLOCKING TO 
BE PAINTED, WHERE EXPOSED, TO MATCH WALL PANEL COLOR) INSTALL 
ACCESS PANELS AT LOCATIONS WHERE NEEDED, REFER TO PLANS.

DEALER NOTE: EXTERIOR SIGNAGE IS PURCHASED BY DEALER & 
INSTALLED BY SIGN MFR. VENDOR.

BES-3
BUILDING EXTERIOR SIGNAGE: (BY OWNER)

MANUFACTURER: PATTISON SIGN GROUP

STYLE/TYPE: 'SERVICE' SIGNAGE

POWER REQUIREMENTS: POWER IS REQUIRED, REFER TO ELECTRICAL 
DRAWINGS. COORDINATE W/ OWNER AND SIGNAGE VENDOR.

NOTE: CONTRACTOR TO PROVIDE REQUIRED BLOCKING (BLOCKING TO 
BE PAINTED, WHERE EXPOSED, TO MATCH WALL PANEL COLOR) INSTALL 
ACCESS PANELS AT LOCATIONS WHERE NEEDED, REFER TO PLANS.

DEALER NOTE: EXTERIOR SIGNAGE IS PURCHASED BY DEALER & 
INSTALLED BY SIGN MFR. VENDOR.

CP-2 MTL. WALL COPING (PRE-FINISHED):

MFR: UNI-CLAD, PAC-CLAD OR EQUAL

STYLE: PRE-FINISHED MTL. COPING SYSTEM

FINISH/COLOR: FINISH & COLOR TO MATCH ADJACENT WALL COLOR

LOCATION: EXTERIOR WALLS, REFER TO PLANS & ELEVATIONS

TWS-1 THRU-WALL OVERFLOW SCUPPER SYSTEM:

TYPE:  PRE-FINISHED METAL

FINISH/COLOR: FINISH & COLOR TO MATCH ADJACENT WALL COLOR

LOCATION:  EXTERIOR - REFER TO ELEVATIONS

SF-1
ALUMINUM STOREFRONT SYSTEM:

MFR: KAWNEER TRIFAB 451T (BASIS OF DESIGN)

STYLE: 2"X4" STOREFRONT FRAMING

GLAZING: 1" INSULATED, CLEAR, LOW IRON 

FINISH/COLOR: CLEAR ANODIZED, CLASS I

LOCATION: EXTERIOR WALLS, REFER TO PLANS & ELEVATIONS

EIFS-1 EIFS (EXTERIOR INSULATION FINISH SYSTEM):

MANUFACTURER:  DRYVIT SYSTEMS, INC.

COLOR: TO MATCH BM (BENJAMIN MOORE) HC-169 CONVENTRY GRAY

SYSTEM/TYPE: OUTSULATION PLUS MD, EIFS W/ MOISTURE DRAINAGE (DRYVIT 
'DEMANDIT ADVANTAGE' ARCHITECTURAL COATING KIAM 03 1413 S APPLIED 
OVER DRYVIT 'FINESSE' SPECIALTY FINISH TEXTURE KIAM 03 1036 S 
INCORPORATING DRYVIT 'STRATOTONE' HIGH PERFORMANCE COLORANT (S)

LOCATION:  EXTERIOR, REFER TO PLANS & ELEVATIONS

CP-1 A.C.M. COPING SYSTEM (WALL COPING)

MFR: ALPOLIC

COLOR: COLOR TO MATCH ADJACENT WALL ACM COLOR

SYSTEM/ TYPE: DRY JOINT SYSTEM (RAIN-SCREEN)

LOCATION: EXTERIOR WALLS - COPING WHERE ACM IS LOCATED -
REFER TO PLANS AND ELEVATIONS

CW-1 ALUMINUM CURTAINWALL SYSTEM:

MFR: KAWNEER

STYLE: 1600-2, STRUCTURAL SILICONE GLAZING AT VERTICAL MULLIONS, 
EXPRESSED CLEAR ANODIZED FRAME AT HORIZONTAL MULLIONS

GLAZING: 1" INSULATED, CLEAR, LOW IRON

FINISH/COLOR: CLEAR ANODIZED, CLASS I

LOCATION: EXTERIOR WALLS, REFER TO PLANS & ELEVATIONS

BES-4
BUILDING EXTERIOR SIGNAGE: (BY OWNER)

MANUFACTURER: PATTISON SIGN GROUP

STYLE/TYPE: 'DELIVERY' SIGNAGE

POWER REQUIREMENTS: POWER IS REQUIRED, REFER TO ELECTRICAL 
DRAWINGS. COORDINATE W/ OWNER AND SIGNAGE VENDOR.

NOTE: CONTRACTOR TO PROVIDE REQUIRED BLOCKING (BLOCKING TO BE 
PAINTED, WHERE EXPOSED, TO MATCH WALL PANEL COLOR) INSTALL 
ACCESS PANELS AT LOCATIONS WHERE NEEDED, REFER TO PLANS.

DEALER NOTE: EXTERIOR SIGNAGE IS PURCHASED BY DEALER & 
INSTALLED BY SIGN MFR. VENDOR.

CMU-1 SPLIT-FACE CMU (COLOR INTEGRAL):

SUPPLIER: COUNTY MATERIALS 

COLOR: AS SELECTED FROM MFR. FULL RANGE

MORTAR: COLOR TO MATCH MASONRY SELECTION

LOCATION: EXTERIOR WALLS, REFER TO PLANS & ELEVATIONS

D-4 OVERHEAD DOOR INSUL- PREFINISHED/PAINTED (WITH 1-ROW OF GLAZING 
AS INDICATED IN ELEVATION):

MANUFACTURER: OVERHEAD DOOR COMPANY OR EQUAL

STYLE: REFER TO DOOR SCHEDULE & ELEVATIONS

COLOR: TO MATCH OR PAINTED TO MATCH BENJAMIN MOORE COLOR: BM 
HC-169 CONVENTRY GRAY.

LOCATION: EXTERIOR, REFER TO PLANS & ELEVATIONS

METAL PANEL (A.C.M.):

MANUFACTURER: ALPOLIC

MATERIAL: COMPLETE RAIN SCREEN ACM SYSTEM (ALPOLIC / FR)

COLOR:  BSX SILVER METALLIC

LOCATION: KIA ENTRY PORTAL, REFER TO EXTERIOR ELEVATIONS

NOTE: KIA ENTRY PORTAL IS MFR. & INSTALLED BY PATTISON SIGN GROUP.
CONTACT: STEVIE WEBB, PH: 865-500-4829, E-MAIL: SWEBB@PATTISONSIGN.COM

ACM-2

RTS-1
ROOF TOP UNIT SCREENS- PRE-MANUFACTURED (ON-UNIT MOUNTED):

MANUFACTURER: CITYSCAPES

STYLE: ENVISOR, HORIZONTAL 7.2 RIBBED, SOLID

COLOR: PRE-FINISHED, POWDER COATED, SHADOW GRAY (VERIFY).

LOCATION: EXTERIOR, ROOF TOP UNIT SCREENS- REFER TO ROOF PLAN
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